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DEMOLITION PLAN AT EL 22.0
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PATCH EXPOSED

REINFORCING STEEL

SEE 

THROUGHOUT

PROJECT

EXST 14" CONC

SLAB NOTE 6 & 14

NOTE 17

WALL  2  TO   3

FULL LENGTH

NOTE 17

WALL  2  TO   3

FULL LENGTH

SOLIDS

PROCESSING

BUILDING

NOTE 2 & 21 TYP

SD-7

SD-7

SD-8

SD-8

SD-9SD-9

SD-10 SD-10

SD-11SD-11

SD-12 SD-12

SD-4
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4
’-

0
"

S3

SEE PHOTO 5 & 6

ON SD-13

EXISTING

24" CONC WALL

NOTE 14 & 15

ABOVE EL 13.00 

SEE DRAWING SD-6 FOR NOTES 1 THROUGH 20.

TOP OF EXISTING STEEL EL 21.54 UNO.21.

CONTRACTOR TO FIELD VERIFY

ALL DIMENSIONS PRIOR TO 

INITIATING ANY DEMOLITION OR

OTHER WORK INCLUDING

ORDERING MATERIALS.

LEGEND :

INDICATES DEMOLISH ELEMENTS.  SCALE  OF HATCH

MAY VARY TO DIFFERENTIATE BETWEEN DEMOLITION

OF LARGER AND SMALLER ELEMENTS.

22.DEMOLISH EXST PILE CAPS AND PILES ABOVE

ELEVATION 10.00  (EXST DWGS NOT AVAILABLE)

SEE SECTION A

SD-7

NOTE 22

15’-0"

REMOVE EXST 

CONC AND 

MASONRY ABOVE 

EL 17.83, SEE DWG 

SD-9, TYP 3 PLCS 

EXST TIMBER PILE

AND CONC PILE CAP

NOTE 6 (15 PLACES)

THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.
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