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SECTION
A

NOTES:

SQUARE NUT OR

RIVET HEAD @

EXTERIOR

1. MORTAR BOLT SOLID IN EXTERIOR WYTHE.

PL WASHER 3/8"x6"x0’-6"

PL WASHER

3/8"x3"x0’-3"

TURNED TO

PROVIDE

DIAMOND

APPERANCE

2.

AA

E
Q

L
E

Q
L

  

E
Q

L
E

Q
L

CL GIRT

& BOLTS

CL GIRT

& BOLTS

PROVIDE SHIM PLATES AT

BOLTS.  TACK WELD TO GIRT.

PROVIDE SHIM PLATES AT

BOLTS.  TACK WELD TO GIRT.

1/2" DIA THRU-BOLTS @ 3’-2" OC.

FOUL THREADS AFTER NUTS

ARE TIGHTENED. (NOTE 1)

SQUARE NUT OR

RIVET HEAD @

EXTERIOR

PL WASHER

3/8"x3"x0’-3"

TURNED TO

PROVIDE

DIAMOND

APPERANCE

PL WASHER 3/8"x6"x0’-6"

1/2" DIA THRU-BOLTS @ 3’-2" OC.

FOUL THREADS AFTER NUTS

ARE TIGHTENED. (NOTE 1)

3/16

FIELD VERIFY DIMENSION ’A’

DETAIL WHERE "A"< 2" DETAIL WHERE "A">2"

(NOTE 2) (NOTE 2)

HSS 6x4x1/4 WITH

3/8" CAP PLATE SEAL

WELDED ALL AROUND

4

B

C

D

1
DETAIL
1"=1’-0"

S-2400

3301

TREAT COLUMN BLOCKOUT AS

AN OPENING IN SLAB. ADD REINF

AROUND BLOCKOUT SEE                     

THICKNESS OF BLOCKOUT

TO MATCH THICKNESS OF SLAB.

PJF

R
1’-0"

S-2400

DETAIL
2

1/2"=1’-0"

3
’-

6
"

1’-0"

4’-6" 2’-6" 4’-6"

1’-0" 1’-0" 1’-0"

3’-6" 2’-6" 3’-6"

AT 14’-0" WIDE OPNG

AT 12’-0" WIDE OPNG

TOC SILL

REMOVABLE ALUMINUM RAILING

CONTRACTOR TO FIELD VERIFY

ALL DIMENSIONS PRIOR TO 

INITIATING ANY DEMOLITION OR

OTHER WORK INCLUDING

ORDERING MATERIALS.

S-2410, S-2411

5525-1

5521

AL HANDRAIL

SEE

ANCHORAGE SEE

EXCEPT ANCHORED

TO CONCRETE
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THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.
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VERIFY SCALE

BAR IS ONE INCH ON

ORIGINAL DRAWING.
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