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NOTES:

1.

2.

SEE DRAWING C2 FOR LOCATION OF PADS.

COORDINATE WITH CIVIL DRAWINGS AND EQUIPMENT 

SUPPLIER FOR TOP OF PAD ELEVATIONS.

3. VERIFY WITH EQUIPMENT SUPPLIER FOR PAD SIZES 

BEFORE FABRICATION AND CONSTRUCTION.

4.

N

RTO EQPT

11’-6"x24’-9"

EQ

WIND

EQ

DL+LL= 63 kips

M    = 100 ft-kip

M       = 15 ft-kip

DL= 65 kips

V    =
 20 kips

EQPT PAD

SUB-GRADENON-FROST 

SUSCEPTIBLE 

MATERIAL

UNDER-DRAIN,

SEE CIVIL DWGS

FOR LAYOUT

EQPT PAD

UNDER-DRAIN,

SEE CIVIL DWGS

FOR LAYOUT

SUB-GRADE

DESIGN LOADS FOR EA TANK:

#8@12"

T&B, EW

HOOK TOP BARS

#8@12"

T&B, EW

HOOK TOP BARS

CONTRACTOR TO FIELD VERIFY

ALL DIMENSIONS PRIOR TO 

INITIATING ANY DEMOLITION OR

OTHER WORK INCLUDING

ORDERING MATERIALS.

NON-FROST 

SUSCEPTIBLE 

MATERIAL

ANCHOR BOLTS SUPPLIED BY EQUIPMENT SUPPLIER.  

COORDINATE WITH EQUIPMENT SUPPLIER FOR 

PLACEMENT DETAILS AND LOCATIONS OF ANCHOR

BOLTS BEFORE CONCRETING.

5. * SEE NOTE 3

*

*

*

*

** *

3/4" CHAMFER (TYP.)

3/4" CHAMFER (TYP.)
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19’-0"+/- 6’-10 1/2 "

THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.
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BAR IS ONE INCH ON

ORIGINAL DRAWING.
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