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DRYER ROOM

    11.33

ROLLER 

CRUSHER

NOTES:

1.

2. REFER TO SPECIFICATION SECTION 15060

FOR PIPING LEGEND (SCHEDULE).

3.

1/4"=1’-0"

FUGITIVE DUST

COLLECTOR

PIPING FOR UTILITY AIR (A), PELLET OIL (POIL) AND NITROGEN (N2) SERVICES

ARE NOT SHOWN ON THE PLANS. FIELD ROUTE BASED ON THE P&ID DWGS

SUPPLIED BY THE DRYER SYSTEM MANUFACTURER.

4. 15475-1 15560FOR PIPING SUPPLIED BY CONTRACTOR, REFER TO DETAILS                    TO

M-2400

DRYER EQUIPMENT AND PLATFORMS PROVIDED BY ANDRITZ ARE SHOWN FOR

REFERENCE ONLY. REFER TO ANDRITZ DRAWINGS FOR EXACT LOCATION AND

ELEVATION OF EQUIPMENT.
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THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.
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SEE DWG C-2

FOR CONTINUATION

OF W3 PIPING
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TRANSPORTER


