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STAIR NO. 4

OPEN TO 

SOLIDS DRYING ROOM
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NOTES:

1.

2. LOCATE TANKLESS HOT WATER HEATER

UNDER LAVATORY, WITH 3/4" W1  AND 3/4" HW

CONNECTIONS TO LAVATORY.

4" D

1 1/4" NG UP

THROUGH ROOF

4" FCO-2

4" D DOWN

3. FOR THE PURPOSE OF DRAWING CLARITY,

HOT WATER PIPING IS NOT SHOWN. FROM

THE OUTLET OF THE TANKLESS HOT WATER

HEATER, ROUTE 3/4" HW TO LAV-1 IN

WASHROOM AND LAUNDRY SINK ON

GROUND FLOOR.

4. SLOPE ROOF DRAINAGE LINES AT 1%.

1 1/2" V FROM

LAUNDRY SINK

TANKLESS ELECTRIC

HOT WATER HEATER

1" W1

FROM BELOW

1" W1 TO WC-1

4" FD-1P

4" D FROM

WC-1

2" V FROM FLOOR DRAIN

INCREASE TO 2" V

2" V FROM WC-1

4" FCO-1

2" V UPWC

THIRD FLOOR PLAN
1/4"=1’-0"

ETP-1

15200

LOCATE ETP-1 TRAP PRIMING VALVE IN

WASHROOM, WITH 1/2" CONNECTION

FROM W2 WATER SUPPLY ON GROUND FLOOR.

B-2411

1 1/4" D

FROM LAV-1

1 1/4" V FROM

LAV-1

4" RD

1" W2 FROM

BELOW TO

UNDERSIDE

OF PLATFORM

1" W2 UP

TO HV-1
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THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.


