
DMU3
3

800/5

640A

M M

DMU

3

3

200/5

480V, 225A, 3PH, 3W

800AT

1600AF

EXISTING SOLIDS PROCESSING BUILDING SWITCHGEAR

(IN ELECTRICAL ROOM IN SOLIDS PROCESSING FACILITY)

334058

E
L

E
C

T
R

IC
A

L

M
A

IN
 O

N
E

 L
IN

E
 D

IA
G

R
A

M

480V, 2000A, 3Ph, 3W, 65kA

480V, 1000A, 3PH, 3W, 65kA

200A

60A

(IN ELECTRICAL ROOM IN SOLIDS DRYING FACILITY)

N
 C

L
E

R
K

B
 G

A
C

K
S

T
A

T
T

E
R

D
 D

O
A

R
N

 D
A

T
O

O

(IN ELECTRICAL ROOM IN

DRYER MCC (BY ANDRITZ)

(EXISTING SPARE BREAKER

IN CELL 3C)

2 - [3"C, 3-600KCM + 1#1/0 GND] 

2"C, 3#3/0 + 1#6 GND

ANDRITZ DRYER LOADS (REFER TO ANDRITZ

DRAWINGS FOR ELECTRICAL LOAD DETAILS)

15A

A
H

U
4
2
4
-0

1

E
X

H
A

U
S

T
 F

A
N

E
F

4
2

4
-0

1

15A

A
H

U
4
2
4
-0

2

30A

1 1/2"C, 4#1 + 1#6 GND

3
/4

"
C

, 
3

#
1

2
 +

 1
#

1
2

 G
N

D

3
/4

"
C

, 
3
#
8
 +

 1
#
1
0
 G

N
D

DIGITAL

METERING

UNIT

EXISTING MCC B IN SOLIDS PROCESSING BUILDING (ELECTRICAL ROOM)

200A

(NOTE 1)

200A

100

ASD

153-4

2"C, 3#3/0 + 1#6 GND

2"C, 3#3/0 + 1#6 GND

2"C, 3#3/0 + 1#6 GND

O
D

O
R

 C
O

N
T

R
O

L
 F

A
N

E
F

1
5
3
-4

NOTE:

1. PROVIDE AND INSTALL 200A, 480V, 3PH, 65kA

BREAKER IN EXISTING SPACE OF UNIT 8J

POWER PANELBOARD (2400-1D1) FOR AUXILIARY (NON-DRYER) EQUIPMENT

L
IG

H
T

IN
G

P
A

N
E

L
B

O
A

R
D

2
4
0
0
-1

L
1

30kVA

480/120-208V

2400-1LT1

E-2401

JUNE 2006

SOLIDS DRYING FACILITY)

E3

ste2401_334058.dgn

1"C, 3#6 + 1#10 GND

30A

3
/4

"
C

, 
3

#
1

0
 +

 1
#

1
0

 G
N

D

3/4"C, 3#10 + 1#10 GND

W
E

L
D

IN
G

R
E

C
E

P
T

A
C

L
E

S

0
B

G

123

0
6

/0
5

/0
6

0
7

/0
4

/0
6

0
9

/0
8

/0
6

0
1

/2
0

/0
8

F
O

R
 F

IN
A

L
 R

E
V

IE
W

/ 
B

U
IL

D
IN

G
 P

E
R

M
IT

IS
S

U
E

D
 F

O
R

 C
O

N
S

T
R

U
C

T
IO

N

R
E

-I
S

S
U

E
D

 F
O

R
 C

O
N

S
T

R
U

C
T

IO
N

N
D

P
W

B
G

P
W

B
G

B
G

B
G

R
E

C
O

R
D

 D
R

A
W

IN
G

THESE RECORD DOCUMENTS HAVE BEEN

PREPARED BASED ON THE INFORMATION

PROVIDED BY OTHERS. THE DESIGN

PROFESSIONAL HAS NOT VERIFIED THE

ACCURACY AND/OR COMPLETENESS OF

THIS INFORMATION AND SHALL NOT BE

RESPONSIBLE FOR ANY ERRORS OR

OMISSIONS WHICH MAY BE INCORPORATED

HEREIN AS A RESULT.

3
/4

"
C

, 
4
#
1
0

50A

SPARE

PROJ

DATE

D
A

T
E

N
O

.

D
S

G
N

D
R

R
E

V
IS

IO
N

C
H

K

A
P

V
D

B
Y

A
P

V
D

c

SHEET

DWG

FILENAME:

C
H

2
M

 H
IL

L
 2

0
0
4
. 
 A

L
L

 R
IG

H
T

S
 R

E
S

E
R

V
E

D
.

1 2 3 4 5 6

A

B

C

D

VERIFY SCALE

BAR IS ONE INCH ON

ORIGINAL DRAWING.

1"0

C
H

2
M

 H
IL

L
 A

N
D

 I
S

 N
O

T
 T

O
 B

E
 U

S
E

D
, 
IN

 W
H

O
L

E
 O

R
 I

N
 P

A
R

T
, 
F

O
R

 A
N

Y
 O

T
H

E
R

 P
R

O
JE

C
T

 W
IT

H
O

U
T

 T
H

E
 W

R
IT

T
E

N
 A

U
T

H
O

R
IZ

A
T

IO
N

 O
F

 C
H

2
M

H
IL

L
.

T
H

IS
 D

O
C

U
M

E
N

T
, 

A
N

D
 T

H
E

 I
D

E
A

S
 A

N
D

 D
E

S
IG

N
S

 I
N

C
O

R
P

O
R

A
T

E
D

 H
E

R
E

IN
, 

A
S

 A
N

 I
N

S
T

R
U

M
E

N
T

 O
F

 P
R

O
F

E
S

S
IO

N
A

L
 S

E
R

V
IC

E
, 

IS
 T

H
E

 P
R

O
P

E
R

T
Y

 O
F

R
E

U
S

E
 O

F
 D

O
C

U
M

E
N

T
S

:

334058

S
T

A
M

F
O

R
D

 W
A

T
E

R
 P

O
L

L
U

T
IO

N

C
O

N
T

R
O

L
 A

U
T

H
O

R
IT

Y

S
O

L
ID

S
 D

R
Y

IN
G

 P
R

O
J
E

C
T

MODIFIED TIME:MODIFIED DATE:


